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o op 1. ALL REMAINING OPENINGS IN THE WALLS OR ROOF SHALL BE PATCHED TO MATCH
é S % l R il ] % Q \OK L s EXISTING CONSTRUCTION AND BE SEALED WATERTIGHT.
L ’—‘ Q [¢] ‘Fﬁ AT
u OF IN | / e 2. REMOVE ALL DUCTWORK INDICATED TO BE REMOVED INCLUDING ALL SUPPORTS,
N i\ ) % J] ' BRANCH DUCTS NOT SHOWN, AND ASSOCIATED CONTROLS.
; i -~ I
/ %ﬂ — 3. REMOVE ALL EXISTING ABANDONED DUCTWORK, PIPING, AND CONDUIT FOUND
| 1/ [ DURING DEMOLITION,
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7 | ‘ s N l MECHANICAL KEY NOTES:
<l e [ . K | REMOVE DUCT TO POINT SHOWN. CAP AND SEAL OPENING IN MAIN DUCT TO
Qxl[’%gﬂij B—IﬂL—ﬁéQ Qx—»;ﬁ ﬂ REMAIN.
o REROUTE 2-1/2" PUMPED CONDENSATE LOCATED BELOW CEILING TO AVOID
o NEW ELEVATOR.
P = — || (3) REROUTE 8" MEDIUM PRESSURE STEAM TO AVOID NEW ELEVATOR.
1 N\ (4) REROUTE 3" HOT WATER AND CHILLED WATER SUPPLY AND RETURN TO AVOID
B N NEW ELEVATOR.
J—Ii ~ . TH \m j T : i %/ ’ (5) REMOVE FAN COIL UNIT AND CONNECTED HOT WATER, CHILLED WATER, DRAIN
7 ? LINE, THERMOSTAT, AND SUPPORTS.
O 1 L Lo ol ] - L% | |
’ (6) REMOVE 3/4" HWS/R PIPING FROM POINT SHOWN UP TO SECOND FLOOR
RADIATORS. RETAIN FOR NEW WORK CONNECTION.
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